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. - GENERAL NOTES
@ @ @ @ @ @ @ 1. COORDINATE EQUIPMENT RELOCATION WITH

STRUCTURAL AND ARCHITECTURAL PLANS. PROVIDE
@5 TEMPORARY SERVICE TO AREAS SERVED BY EXISTING
EXISTING CHILLED WATER SYSTEM ON
ROOF SERVES AIR HANDLERS ON THIS

EQUIPMENT AS REQUIRED. COORDINATE WITH OWNER
BEFORE ANY EXISTING EQUIPMENT IS TAKEN OUT OF
ROOF AND THE ADJACENT ROOF (48B).
THIS SYSTEM SHALL REMAIN

SERVICE.
OPERATIONAL DURING CONSTRUCTION.7
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REMOVAL OF PIPE MAY BE REQUIRED
FOR NEW CONSTRUCTION.

i
| COORDINATE EXISTING GLYCOL PIPE
| d/_ WITH NEW STAIR TOWER. SEE ARCH 1 2 2 3 4 5 6 7
| PLANS. GLYCOL PIPE FROM COIL TO '
| SHAFT SHALL REMAIN. TEMPORARY
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01 ROOF PLAN - HVAC DEMOLITION
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